I. Introduction
Now a day CFC and HCFC composites refrigerant are being gradually eliminated because of their implication in destruction of ozone layer and in the increase of greenhouse effect. . To promote and manage a gradual process of elimination and substitution for the CFCs, some countries were congregated in 1985 in the Convention of Vienna and started an agreement that was firmed up in 1987 in Canada, the Protocol of Montreal. This protocol determined the elimination of the CFCs until 1996 and the HCFCs until 2030 in the developed countries and a lack of 10 years in the developing countries (GTO-Interminesterial Ozone Working Group, 1994) .Besides chlorine in their constitution, these composites are characterized by the great stability, what makes them persist in the terrestrial atmosphere for many years. From the commercial point of view, the CFCs R-11 and R-12 and the HCFCs R-22 and R-502 substitution became the most important. Table 1 shows the environmental impacts of refrigerants R12 and R22 through the Global Warming Potential (GWP) and the Ozone Depleting Potential (ODP).These indexes characterize the action level of these chemical composites on the ozone layer and the greenhouse effect, besides the atmosphere lifetime. R22 is widely used, both in terms of refrigeration capacity and for commercial application. It is the refrigerant adopted by the great majority of the refrigeration equipment in operation, being used in the most different economic sectors: residential, commercial, industrial and transport. The hydro fluorocarbon (HFC) R134a is being used to substitute for this composite. However, this transition does not happen easily, mainly in function of lubricant compatibility problems. Another refrigerant that has attracted interest to substitute for R22 is R410a, a near-azeotrope mixture of R32 and R125 of 50-50% per mass. At the same time, different research lines are being followed, with a renewed interest in natural refrigerants, as the hydrocarbons propane (R290), isobutene (R600a) and their mixtures, mainly for its lower values of GWP and null ODP that can be observed in the Tab. 2, together with the properties of R134a and R410a.
Refrigerants
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Despite the values indicated in Tab. 2, the effect of a refrigerant in the global heating must be analyzed in a broad way: on the one hand there is the direct contribution due to the refrigerant leakages and on the other hand there is the indirect contribution due to the energy consumption to operate the system. The Total Equivalent Warming Impact(TEWI) term combines both direct and indirect equivalent CO2 contributions and has been used in the environmental effect evaluation of refrigerant systems (Sand et all, 1999). The hydrocarbons have low or no direct effect in the global heating. However when the system is operating they can have a comparable indirect heating to R134a. Higher energy consumption is associated to more fuel burning and, therefore, more CO2 release. This effect can be reduced with more efficient equipment. Thus, the evaluation of natural refrigerants must not only include environmental aspects, but the performance criteria, energy consumption besides the security and physical-chemical stability. Associated to a good performance, there is the matter of the conversion of the existing equipment that can include compressors design, heat exchangers, control systems, lubricant and materials compatibility.
Therefore our work concentrates on the study of environmental aspects as well as energy consumption aspect of various refrigeration.Our work focused on the thermodynamic analysis of various refrigerants using vapour compression refrigeration cycle. Various refrigerants are now coming up as substitutes to replace R22 and R134a. R134a is immensely used in refrigeration industry these days. This HFC although is inflammable but contributes to global warming a lot. Besides this environmental issue, R134a is not compatible with mineral oil. Therefore in case of retrofitting oil change is going to be a major issue. In this present work a theoretical analysis has been done on various refrigerants which include R134a, R22, R290, R410a, R407c, and MO9 (mixture of R134a/R290/R600a). Coefficient of performance of these refrigerants has been compared. Thermodynamic properties of these refrigerants are taken from REFPROP software(NIST).In present study M09 found out to be a suitable substitute for R134a for new system as well as for retrofitting.
WHAT IS A REFRIGERANT?
Webster's dictionary defines refrigerants as "a substance used in a refrigerating cycle ordirectly such as ice for cooling". Water is the refrigerant used in absorption chillers. Carbon Dioxide (CO2) and Ammonia (NH3) are known as "natural" refrigerants. Flammable substances such as propane and isobutene are also used as refrigerants. To this group, CFCs, HCFCs and HFCs can be added. HCFC-22 is the most widely used refrigerant in the world. HCFC-123 is the interim replacement for CFC11. They are used in vapor compression processes will all types of compressors. HCFC22 is efficient and classified as A1 (lower toxicity -no flame propagation). HCFC-123 is efficient and classified as B1 (higher toxicity -no flame propagation). Like CFCs, these refrigerants are being phased out as required by the Montreal Protocol. Production has been capped and soon will be ratcheted down in developed countries. Developing countries also have a phase-out schedule but on an extended timeline. HFCs have zero ODP. HFC-134a is the replacement for CFC-12 and R-500.
II. Basic Definitions Related To Rfrigerant
There are many properties of refrigerants which are very much required to be fulfilling their criteria of range. For examples efficiency should be maximized toxicity and flammability should be minimized,Material compatibility, boiling temperature, freezing point, critical point, ODP and GWP which are discussed in this paper. Ozone Depletion Potential: ODP is an index of a substance's ability to destroy atmospheric ozone. Table 1 list the ODP for many common refrigerants. Note that R-11 and R-12 have the highest potential (1.0). while the ODP of the refrigerant does not affect its performance as a refrigerant, it is a key parameter. All new refrigerant/product development must bebased on refrigerant with no ODP. Global Warming Potential: GWP is an index of a substance's ability to be green house gas. GWP is related to the warming effect of a similar mass of a carbon dioxide for a 100-year time frame. Carbon dioxide is used as reference gas as it has the greatest net impact on global warming. Halocarbon refrigerants typically have higher GWPs than carbon dioxide but are in much smaller quantities. GWP Consideration: R-134a is an HFC refrigerant. HFCs are one of six chemicals in a "basket" that are specifically signaled out by the Kyoto Protocol on global warming as a greenhouse gas. While this means countries attempting to meet the requirements of the Kyoto Protocol must be careful how they use HFCs, it does not mean there is a phase out. There is no reason for HFCs not to be considered a viable solution as a refrigerant now or in the future. A better measure of the warming impact of refrigerants is TEWI.
III.
Refrigerant On Which I Have Worked PROPANE AND ISOBUTANE: Propane and isobutane have low toxicity, good performance, no ODP and low GWP. However, they are flammable. Northern Europe has accepted them in refrigerators. Coca-Cola has announced it will move away from HFCs and has considered flammable refrigerants. In the United States, there are strong concerns about safety with respect to flammability.There have been studies performed evaluating the efficiency of flammable refrigerants where brine is cooled and then pumped to where cooling is required (as opposed to direct DX cooling). These reports show propane and isobutane as less efficient than traditional direct cooling R-22 systems. However this should be understood in light of the use of brine. There are only a handful of large capacity installations in the world. R-134: R-134a is classified as an A1 (Lower toxicity -no flame propagation) refrigerant by ASHRAE, it has no ODP but the GWP is 1300. It has very good performance, heat transfer properties and is a good candidate for screw and centrifugal compressor applications. Its acceptance in the automotive industry makes it very abundant. R-134a appears to be caught between the Montreal and Kyoto Protocols. The Montreal Protocol is systematically removing from service common refrigerant with ODP> 0. By default, the protocol is driving the market to refrigerants with ODP=0 such as R-134a. On the other hand, the Kyoto protocol has put HFCs in the basket of targeted gases. R-134a is one of the best solutions available. It has 0 ODP and therefore has no phaseout date from the Montreal Protocol. Although HFCs are in the Kyoto Basket, only its emissions are regulated. There is no phase out date for HFCs. While CFCs and HCFCs are major contributors to ozone depletion (28% of anthropogenic ozone depletion), HFCs, CFCs and HCFCs direct effect is only a minor player in climate change (4% of anthropogenic global warming). R-407C: R-407C is a zeotropic blend of HFC-32, HFC-125 and HFC-134a. Its properties have been "tuned" to be very close to R-22 but it has a glide of over 8°F. R-407C can be "dropped" into an existing R-22 refrigeration system and work although often with some performance loss. In many applications, the performance can be improved with minor changes to the refrigeration system sub-components (for example adding condenser surface area).
The high glide limits its applications to only to DX units such as rooftop units and some chillers where glide is less of an issue. R-407C is often considered a "replacement drop in" refrigerant to be used in upgrading existing systems to an HFC refrigerant. There is limited new generation product development based on R-407C. R-410A: R-410A is a zeotropic blend of HFC-32 and HFC-125. It has a minimal glide (less that 1°F) and a very low volume flow rate (1.5 Cfm/tonne). It also operates at higher pressures than R-22 (450 psi). It cannot be dropped into an existing R-22 system but instead must be used in a new generation design. 
REFPROP (NIST)
REFPROP is an acronym for Reference fluid Properties. This program, developed by the National Institute of Standards and Technology (NIST), calculates the thermodynamic and transport properties of industrially important fluids and their mixtures. These properties can be displayed in tables and plots through the graphical user interface; they are also accessible through spreadsheets or user-written applications accessing the REFPROP DLL or the FORTRAN property subroutines. REFPROP is based on the most accurate pure fluid and mixture models currently available. It implements three models for the thermodynamic properties of pure fluids: equations of state explicit in Helmholtz energy, the modified Benedict-Webb-Rubin equation of state, and an extended corresponding states (ECS) model. Mixture calculations employ a model that applies mixing rules to the Helmholtz energy of the mixture components; it uses a departure function to account for the departure from ideal mixing. Viscosity and thermal conductivity are modelled with either fluid-specific correlations, an ECS method, or in some cases the friction theory method.
REFPROP has a list of pure fluids available and properties associated with it. We can also make a mixture of fluids from this list of pure fluids. I used REFPROP version 9.0 for this analysis.
ANALYSIS COP of various refrigerants are calculated using following steps:
Values of enthalpy and entropy at saturation points i.e. pints 1, 4, 3', 2 are known from table obtained from REFPROP shown below. We need to find values of entropy and enthalpy at point 3. By using the formulas 3 = s 3 '+ ln(T 3 /T 3 ') After finding out the value of T 3 , value of enthalpy at point 3 is calculated using formula: h 3 = h 3 From the above table it is observed that R407c and R410a is very much close to R22 in terms of COP. For lower evaporator temperature COP of R410a is 6% -7% lower, and at higher temperature of evaporator it is only 4% lower than R22. Similar is the case with R407c at lower evaporator temperature the COP is 5%-6%lower than R22. M09 COP is 9%-10% less than R134a at given evaporator temperature range. M50 has COP 6%-7% lower than that of R134a at lower evaporator temperature and at higher evaporator temperature it is 4%-5% lower. Cop of propane is 1.6% -1.9% lower than that of R134a in the given range of evaporator temperature. Taking mass flow rate of refrigerant m= 1kg/min Unit of RE is KJ/min
REFRIGERATION EFFECT OF VARIOUS REFRIGERANTS AT DIFFERENT EVAPORATOR TEMPERATURE
From the above table of refrigeration effect it is observed that refrigeration effect of R407c is 0.95% -1.043% greater than that of R22 in the temperature range of 253K to 278K. Refrigeration effect of R410a is 3.28%-3.87% higher than that of R22 at the lower evaporator temperature, whereas at higher evaporator temperature it is 2.6% to 2.9% higher. Refrigeration effect of M09 and R290 is also greater than that of R134a.For M09 it is 10% to 18% higher in the given range of evaporator temperature. For R290 refrigeration effect values is remarkably high. It is 88% to 88.4% higher than R143a in the given range of temperature. Refrigeration effect of R290 is the greatest of all the refrigeration under analysis. M50 has higher refrigeration effect values in the give temperature range. It is 10% to 12% greater than that of R134a. In the temperature range of 258K to 273K compressor work for R410a is higher than R22 by 10% to 12%. But in the temperature range of 278K to 283K compressor work is lesser by 1% to 3%. For R407c compressor work is higher than that of R22 in the temperature range of 253K to 268K but it becomes less than that of R22 in the higher evaporator temperature range. When compared with R134a, M09 has higher compressor work. It is 20% to 25% greater in the given temperature range. R290 has compressor work values much higher than that of R143a at all range of evaporator temperature.
V. Conclusion
It is observed from the above calculations that R410a and R407c can be the good replacements for R22. COP values of both the refrigerant are comparable to R22. Besides refrigeration effect is greater and compressor work of these two refrigerants is less than that of R22 in the higher range of evaporator temperature. M09 and R290 seem to be the potential substitutes for R134a. It can be seen from the results that COP of R290 is very much same as at of R134a in the given range of evaporator temperature. And values refrigeration effect is more than that of R134a. R290 (propane) is a hydrocarbon. Hydrocarbons are very flammable. If used in very large amount it can be a dangerous refrigerant. Hence R290 should not be used in industrial purpose when a large amount of refrigerant needs to be used although it is beneficial when used for household purpose or small units.
M09 has very less percentage of hydrocarbons. 91% of it consists of R134a whereas rest of the 9% consists of the mixture of propane and isobutene. Because of very less amount of hydrocarbons used, it can be used in lagre applications. Besides it refrigerant is more economic when its cost is considered. It can also be used for retrofitting. Hence M09 could be a potential substitute for R134a. 
